
March 08, 2019 

SCOTT ISLIP 
ROUND ENGINEERING INC 
10SEGWUN RD 
WATERDOWN ON L8B OK6 
CA 

Service Request Type.: BPV-National ACI Central 
Service Request No.: 2453640 
Your Reference No.: R-0987 
Registered to.: API HEAT TRANSFER 

Dear SCOTT ISLIP, 

Please find enclosed the original response from PEI,NS,NB,NFLD,YK,NWT,NU, 
registered under the CRN No.: R5022.59870YTN. 

345 Carlingview Drive 
Toronto, Ontario 
CANADA M9W 6N9 
Tel.: 416.734.3300 
Fax.: 416.231.1626 
Toll Free: 1.877.682.8772 
www.tssa.org 

As all jurisdictional fees are handled by the Technical Standards and Safety Authority (TSSA), you do not pay any 
jurisdictions directly. 

Should you have any questions or require further assistance, I will be happy to assist you. 
For general enquiries, please contact a Customer Service Advisor at 1.877 .682.TSSA (8772) or e-mail 
customerservices@tssa.org. When contacting TSSA regarding this file, please refer to the Service Request number 
provided above. 

Yours truly, 

Tanya Francis 
Administrative Assistant_ BPV Engineering 
Tel.: 416-734-3423 · 
Fax: 416-231-6183 
Email :tfrancis@tssa.org 

Putting Public Safety First 
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ACt Central Inc. 
20 McAulay Court, Chatlouetown1 PE C1A 9M7 

P .0. Box 53, Charlotletown, PE C1A 71<1. Phone: 902~568-1 975, Fax: 902-566-3133 

RecommendatlgJJ to Reglstpr- Pressure VesSBI Deslsn 
J no "" ~· 0 

To! Steve Townsend 

From: ACI Central Inc. 

Manufacturer. API Heat Trall8fer 
2n7 Walden Ave 
Buffalo, NY 14225 

Subject~ ACI Central Design Review 

Date; 12/12fl018 

Manufacturer#: PV-t378 

The product described DIIII\IS lorm baa &allalled lhe raqulremanla fot rtvleW Of pressure W.Sel designs established by the Dlree&ol'$ of 
ACI Cenlral at lhelr September 1894 meeting In Moncion, New BIUi'ltwldc.. We recot~~mend thil design be registered in your . 
Jurtsdiclfon under, 

,150 P.~UU® F " 

rN-c;;;---·..,, _ _.__ .. ..... . _...,..,.., .. __ """"',. • ..,.filii ........ 
. 1· The re"'"' of this fonn. beerlng lhe elgneture end slemp or the 

JuriadlcUon \IIIII Iegaily establish the CRN shown on Ws rotm. 
2· A copy of lhe Deaign beating lhe CRN will be sent 10 lhe 

Manulaci&Jrer. 
3- Detlllc Including 11rvice condiUons will be posted o" 1he 

'Silent Inspector' Buletin Board. 
4- Coplee ollhe De&lgn lnd Spe~lie•licms ere awR3ble to ACIC 

•' Members on demand. I; S.. Th& form will be a parmanenl ACIC re~. 
6· To reduce tornstound limes to a minimum lax your response 

! . to 902-6664133. 
i 

f.CIC Log#: 27881 .... ..... 
Descrlpl!gn: Allar Coulat, LS-110 (200 lfJ) 

ASME Slamp, National Eloard ReGistered 

ACCEP'IBD 
liOVJNCBOPRJNCBIDWABD 1SWD 
COMMtJNlTIIS,L\ND lBNmONMBNT 

c.a.N._..&.;glro..::s~o~~~, 5:-fj.,___ 

DATB:-.-aD""'-~~~~~rf=t~C===--
INSPIC110N SElVICES SBC'I'ION· . 

BOJI.II.IPUSS'UBE VESSBLMANCB 

~ ..... 
Secl. 2.0-BP\1 RaY. 1'0612 
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ACI Central Inc. 
20 McAulay Court, Charlottetown, PE C1A 9M7 

P.O. Box 53, Charlottetown, PE C1A7K1. Phone: 902-566-1975, Fax: 902-566-3133 

Recommendation.ta Register . .,.,. Pressure Vessel Design 
. . . . . . . ·.·... . .. ..... ... ... .. .. . . -~ .... - ·. ; ~- . ·: ··.··· ... . . . . --- ··•·· 

To: DoMie Ehler Date: 1211212018 

From: ACI Central Inc. 

Manufacturer: API Heat Transfer Manufacturer#: PV-9378 
2777 Walden Ava 
Buffalo, NY 14225 

SubJect: ACI Central Design Review 

The prociuct described on lhls farm has satisfied the requirements lor review ol pressure vessel designs established by the Directors ol 
ACI Cenlralat their Seplamber 1994 meeting In Moncton, New Brunswick. We recornniend lhls design be registered in your 
Jurlsdlcllon under, 

. : :. P~ut.. : . . Matenal. ·. Des·. r .' . Act f' .. CA" .:% EF .. RT. PWHT..: . Dimensions .· Notes 
Shel . SA 53 a · o.242 : o.m o.D83 :-100 · · · ······ ··· · - oo•: ·a.m· · · :·.· ~--···-··' · ·· ··· ·· · -.·· ··· ·· 

.· ·sA&1no· ·· o.43o 0.9375 · 0.125 

Head ·SA51670N 
... ···: \ 

Note&: · ·. · ·· · · ·· · ... · ·- · · ·· ···· -- · · · · ·· · ·· · - · -- · · ·Thissiiiee ls·ror JuriSdictiOnal slatnp end signatUre · · ·· 
1· The retum or this farm, bearing the signature and stamp of the 

Jurisdic:Cion will legally establish the CRN shown an lhls fonn. 
· 2- A copy or the Design bearing the CRN will be sentlo lhe 

Mariufaclurer. 
3· DelaRa Including service condlllons will be posted on the 

'SIIentlnspeciCir' Bulfildn· Board. 
'4- Copies of the Design and Specifications are available Ia ACIC 

Members an demand • 
. 5· The form will be a petmanent ACIC record. 
6- To reduce tumaround dmes 1o a minimum fax your response 

to 902-566-3133. 

· .ACIC log#:. 27881 

: Description: After Cooler, LS·1BO (200 HP) . 
ASME Slamp, National Board Reglatsr~~d 

24/27 

sect. 2:o;BPV Re¥. 1 o&/2003 



ACI Central Inc. 
20 McAulay Court, Charlottetown, PE C1A 9M7 

P.O. Box 53, Charlottetown, PE C1A 7K1. Phone: 902-566-1975, Fax: 902-566-3133 

Recommendation to Register - Pressure Vessel Design 

To: Eben Creaser 

From: ACI Central Inc. 

Manufacturer: API Heat Transfer 

2777 Walden Ave 

Buffalo, NY 14225 

Subject: ACI Central Design Review 

Date: 1211212018 

Manufacturer#: PV-9378 

The product described on this form has satisfied the requirements for review of pressure vessel designs established by the Directors of 
ACI Central at their September 1994 meeting in Moncton, New Brunswick. We recommend this design be registered in your 
Jurisdiction under: 

CRN: R5022.5 
Unit Descri tion Drawin Number Service Desi n Code 

After Cooler 151 0-08-036-023 rev 2 Non Lethal ASME Sect VIII Div.1 

Shell Side Tube Side 
MAWP TEMP MDMT MAWP MAWP TEMP MDMT MAWP 

300 PSI @ 300 F + 20 F @ 300 PSI 150 PSI@ 300 F +20 F@ 150 PSI 

[Test Pressure: Hydro:.390 PSI Pneu: I Test Pressure: Hydro: 195 PSI 
Pneu: --------- ·1 

Part Material Des. t" Act. t'' CA" %EF RT PWHT Dimensions Notes 
SheD SA 53 B 0.242 0.277 0.063 100 OD": 8.625" 

T.Sheet SA516 70 0.430 0.9375 0.125 OAL": 40.5" 

Tubes SB 75 C12200 0.0162 0.018 - 100 W": 
Head SA51670N 0.763 1.250 100 H": --

HSFP: 

·------- i-----··-· -----------' -··--
Notes: This space is for Juris;;;Jonal stamp and signature 
1- The return of this form, bearing the signature and stamp of the 

Jurisdiction will legally establish the CRN shown on this form. BNew~"hNouveauk 
2- A copy of the Design bearing the CRN will be sent to the runswtc 

Manufacturer. 
OEPT OF JUSTICE PUBUC SAFETY 3- Details including service conditions will be posted on the 

'Silent Inspector' Bulletin Board. BOtLER & PRESSURE VESSEL ACT 
4- Copies of the Design and Specifications are available to ACIC 

Members on demand. REGISTRATION ONLY 
5- The form will be a permanent ACIC record. 

CRN ~SCdQ. 51 6- To reduce turnaround times to a minimum fax your response 
to 902-566-3133. 

~ ACIC Log#: 27881 ~ 
Description: After Cooler, LS-160 (200 HP) CHIEF BOILER INSPECTOR 

ASME Stamp, National Board Registered IJ!Jq;~olf 
DATE 

OBLRs t1?Vs 

OFITTINGS 0 NUCLE::-.~'Cd{)fi§o'N~rS0612 I 03 

····---···-·--····--------.1. 



ACI Central Inc. 
20 McAulay Court, Charlottetown, PE C1A 9M7 

P.O. Box 53, Charioltetown. PE C1A 7K1. Phone: 902-566-1975, Fax: 902-566-3133 

Recommendation to Register- Pressure Vessel Design 

To: Stephen Higdon 

From: ACI Central Inc. 

Manufacturer: API Heat Transfer 

2n1 Walden Ave 
Buffalo, NY 14225 

Subject: ACI Central Design Review 

Date: 12/12/201 B 

Manufacturer#; PV-9378 

The prodU<:t described on this form has satisfied the requiremenls for review of pressure vessel desl.gn!i established by the D;reclors of 
ACI Central at their September 1994 meeting In Moncion, New Brunswick. We recommend this design be registered in your 
Jurisdiclion under; 

CRN: R5022.5 
Unit Descrintion · · ·· b--.-;;r b -- ·- ·- · service-

..... r.aW.~I"l9 !J.ITI_ ~r . 
1510-08-036.023 rev2 After Cooler 

· Test Pressure: Hydro: 390 PSI Pneu: 

Part 
Shel 

, T.Sheet 

Material 
1 s._ASJ B 

i SA51670 

[~u~ .. __ J~_!?_~-~~~ 
! lioad j SA 516 70N ' .. ~-

Notes: 
1- The return of this form, bearing the signature and stamp of the 

Jurisdiction will legally establish the CRN shown on lhis form 
2- A copy of lhe Design bearing the CRN wal be sent to the 

Manufacturer. 
3- Details Including service conditions will be posted on the 

'Silent Inspector But·etin Board. 
4· Copies or the Design and Specifications are avadable to ACIC 

Members on demand 
5· The form wlll be a permanent ACIC record. 
6- To reduce turnaround limes to a minimum fax your response 

to 902-566-3133 

ACIC log#: 27881 

Description: Aller Cooler, LS-160 (200 HPJ 
· ASME Stamp, National Board Registered 

ASME Sect VIII Dlv. 1 ···· ·· -- · tulle sTae 
MAWP.20XiEtvff:>. Mi:)i\1T<t!.1 _(IAAWP 

r 150 PSI @1300 F +20 F@ 150 PSI 

' Test Pressure: Hydro: 195 PSI Pneu: 

. RT PVVI-fT · : ··Dimensions 
00": 8.625" 

OAL": 4o.s· 
w·: 
H"· 

. HSFP: 

Newfm~~-; !land 
l.dt)f"{J{itJt' 

Service NL 

R1:oistc:rrd R S 0 2 2 • 50 
Dv~c~be-<= :zo lfl? 

Notes 

THE BCH .. FH, FR~SS:._iRE \'ESSELtd·~J 
CQ~.,'i?~. ~~::·~ Gl\S RFGUi ~--11c1:~s 



ACI Central Inc. 
20 McAulay Court, Charlottetown, PE C1A 9M7 

P.O. Box 53, Charlottetown, PE C1A 7K1. Phone: 902-566-1975, Fax: 902-566-3133 

Recommendation to Register- Pressure Vessel Design 

To: Blair Rawlings 

From: ACI Central Inc. 

Manufacturer: API Heat Transfer 

2777 Walden Ave 

Buffalo, NY 14225 

Subject: ACI Central Design Review 

Date: 12/12/2018 

Manufacturer #: PV-9378 

The product described on this form has satisfied the requirements for review of pressure vessel designs established by the Directors of 
ACI Central at their September 1994 meeting in Moncton, New Brunswick. We recommend this design be registered in your 
Jurisdiction under; 

CRN: R5022.5 
_U~it Of?!:)Crip~i9!') __ 

---· --:----
()rawing Number Service De~ig_11 __ g()d~_ 

After Cooler ;151 0-08-036-023 rev 2 Non Lethal __ A_~~~ Sect VIII Div. 1 

Shell Side Tube Side 
i --~ M~Y\fp:@_:f[~-P: __ ...... __ f0_9~~I~@--~~AWP ___ l ___ .. ¥.~~f>_@_I_~rYfp ____ ~--- -- -_MD~f~tf~~yyp""'""" 
_ 3.~~~~!_@_~~~~ __________________ :_~0. ~-®_3~~f"SI j _15~ P.~l_(gl_30~~ ___ + 20 F (~--~-~~-P-~_1 

l Test Pres_sure: Hydro: 390 PSI Pneu: 

---·. 

' Part Material ' Des. t" 
SheD ' SA 53 B 0.242 

T.Sheet : SA 516 70 , 0.430 

. Tubes l SB 75 C12200 0.0162 

i Head i SA 516 i'ON OJ53 

Act. t" 
0.277 

CA" 
0.063 

0.9375 0.125 

i 0.018 

i 1.250 

: Test Pressure:_!:iydro: 195PSI Pneu: 

o;~-EF-,--RY-F>wHf ------bimensions·-,--
,oo 

' 100 

: 100 j 
i 
i 

OD": 8.625" 

\ OAL": 40.5" 
; 

1 W": 

, H": 

1 '--··-·----.1.....---·-- --··--·· -----------------·---------------1----
· HSFP: 

Notes 

Notes: This space is for Jurisdictional stamp and si~]nalure 
1- The return of this form, bearing the signature and stamp of the 

Jurisdiction will legally establish the CRN shown on this form. 
2- A copy of the Design bearing the CRN will be sent to the 

; Manufacturer. 
i 3- Details including service conditions will be posted on the 

'Silent Inspector' Bulletin Board. 
4- Copies of the Design and Specifications are available to ACIC 

Members on demand. 
' 5- The form will be a permanent ACIC record. I 6- To reduce turnaround times to a minimum fax your response 

to 902-566-3133. 

: ~~IC Log#: 27881 

Description: After Cooler. LS-160 (200 HP) 
ASME Stamp, National Board Registered 
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ACI Central Inc. 
20 McAulay Court, Charlottetown, PE C1A 9M7 

P.O. Box 53, Charlottetown, PE C1A 7K1. Phone: 902-566-1975, Fax: 902-586-3133 

Recommendation to Register- Pressure Vessel Design 

To: Matthias Mailman 

From: ACl Central Inc. 

Manufacturer: API Heat Transfer 
2777 Walden Ave 
Buffalo, NY 14225 

Subject: ACI Central Design Review 

Date: 1211212018 

Manufacturer#: PV-9378 

If LO/ LD 

The producl described on lhls form has satlsHed the requirements ror review or pressure vessel designs established by lhG Directors of 
ACI Central at 'their September 1994 meeting in Moncton. New Brunswick. We recommend this design be registered in your 
Jurisdicllon under; 

CRN; R5022.5 
~-·---unit oesciftion··~··- .. r---orawin Nu"mbe-r·--I·-·service .. w·--r-~·--oes(n code .. ____ ... I 
- ~----- -···-······~--9·-- - ·- ....... ·-··-·-9····-··-··-·. 
'~f~~C~ole~. ~-·~· .. ·•· .. - .• -.J~:~~~~~~r!~.~--........... Jt:"'nLeth~. .J ASMESectVIIIDiv,1 l 

Shell Side Tube Side 
.-~M:-:-Aw=-p-=@:-::. r=e~M~P ~ ---MDMT".@l4AWP-·- MAWP@ TEMP ::t:_MQ..~@}1A~~ .~- -J 
: 300 PSI @! 300 F ·--~ . ..i .. :!.O F@ 300 PSI 150 PSI @ 300 F + 20 F@ 160 PSI ! 

it est Pressure: Hydro:· 390 PSI ~.~!!~.~ _ .~-=:=1. Test Pr!!~~~~.:...H.Y..':i.'Ei ~§L~~---~~eu::~~- :·.·.: __ .. ~.-~.~] 

~h:arr·-rsA~.~~!-~~-·-J~~%~~t:~~~!· t~.~_o;:-t T~o~E"r~r; ·pv\i"Rf'T~~~8~o_rls r··Not~ -~ 
: i:'shO'o,· .. "TsAs167o·----c~.~-- 1 o.s31s l o.12s r-.... , ... _ .. : .. ·- ··· .. -·-·to.AL·:.:io.s:· ... ··/ ; 
>ube~ ! S8 75 C1zl00 ~ 0.018 ~ ~ • . . •·-ioo ........... "l' .. .. -·~ W::--··-..... . ..:i [ 
! Head ,. SA516 70N 1~_!3= __ ] __ ~~~- I 100 I • H":_, ___ , I 

, 1 ~rn i 

j ~ot~~~·re~~rn of this form:·bea~:g :e~~~=~:~-~n;~m~~·:~~~ T. 
Jurisdiction will legally establish the CRN shown on this form. I 

: 2- A copy of lhe Design bearing lhe CRN will be senl to the 
i ManuraclUrer, , 
! 3. Oeleil$ irlcluding service conditions will be posted on the I 
: 'SIIont ln$pector' Bulletin Board. 
! 4- Copies or the Design and Specifications are available 10 ACIC I 

Member'$ on dvmosnd. 1 
i 5- The rorm will boa permonont ACIC record. I 
! 6- To reduce .vrnaro1.1nd limes to a minimum rax your response 

IO 902-566-31 33. 

: 
! ACIC Log#: 27881 

! Oescrlntion: After Coolor, LS·160 (200 HP) 
: ASME Stamp, National Board Regi~tered 

-------------------~----~--------------------~s~ea~.2~.o~.a~P~v~R-~-.~,o~&~n=oo3 



ACI Central Inc. 
?0 McA.ulay CocJrl. Charlol!e!own. PF C 1/\ HM 

.:) 0 t.lnx :<1 Ch0riotlr:towr·. PF Cl.A 71<1 Pilcne· 902-ShG-·t<.ll;;, Fa>: 9C2-566-:".·1 J.·. 

To: ~.1,,hammad Wani 

From: ACI Cenlla Inc. 

Manufacturer: API Heat Tmnsfor 

2777 Wah:JenAve 

Buffalo, NY 1 ·1225 

Subject: ACI Central Design Review 

Manufacturer#: PV-9378 

The pruJuc.: dr..:!::.cno-ed Otl !pj_r, fOiffl hH~· .;.Jt-~;fft1 d t·e r•<itH~t--":t't;!lt~ .. fDl =t~'v'if.~·;" ~)' prr:··:~.)Uft:.: vc::-~.,:.J <!CS ~li!:~ r.-').lr1~~hsht.·d b; fh(·LJ:le(":.l!~,,~l y 

ACi Cen~;rl:! ~t (ilelr s~:)f-e:nbt-t 1\}~14 fllt:~tir\g 'li1 t .... Ton:tl)i!' Nr;-... Brun~··'JI~':~- \/V~ n: . ..::·l!'fi\ t\i :i~d p· .. s dr:~ i~~! l nt~ re:]iSlt'l t-~fl n·· )'i".H_Ir 

Juqsd·ct~c~1 tJndet. 

CRN: R5022.5 
···---- ------

Unit Descri; tion 
Afte' Coc!lH 

Druwin·~~ Number 
1 S 1 0-llt:!-036-02.3 rev 2 

Dt::;i, ;n Code 
1\.SMF Sed VIII Oiv 1 

Shell Side 
MAWP ·T TEMP MDMT {1 MAWP 

:100 PSI@ 300 F · 20 F @ 300 PSI 

-·-

Part Material Des. I" Act. t'' CA" 
Sh!H !>.11,!<> B ~L24? 0.277 0 ()1)3 

T.Sl)etrl l'),t,:, 'G {(J ~.1 .ii30 o.ciJ75 ll.i25 

h.:!!u:. Si3 75 C12:!00 {LO~fl:! 0.011\ 

1-ft"ild SAS16 70N ~.763 1.?50 

Notes· 
~- Th~! it'{urn or lili;; k;rrn lH-~ti·ing Hlt.:.1 ~igr·.attJI8 ;ln(f st;tnlp uf t~v~ 

Jurlsdii,;l 0"1 Will legaily f:Stiit;d!Sh tht~ CHf·J Si:~.'\\-'11 on lhc~. f(:f¥11 

?· A r:~py fl rht~ r.lr·si~ln f.)f~ilri·~,J th..:: Cf\t-~ ·.v;!t U(· ~;.;t:;nl hJ \!':=: 

fvtar-ufJc!urcr 
3- Del ails inc!udlf~U ..:,f·r v:cB-· co·uJitt( til!: wtll L:\; pu:,!(-tj <.Hl ::ie 

Srlent lnsp~ctot' OuUetin B~x1rd. 
4· Conies ofth(l Ot:.S.Ign nnd S~le~":lfi<:c;li\)f~~ i1(t! dV.ttiiable lo /\C!C 

Mernt>ers on den~and 
5 Tht iofll• Wl!i he o pernwnen! /1CIC record 
f- To fed;Jce turnarottnd hr.u?.'s ~n a rntt'~JnUITt tax your re!5Df.Hi:.te 

to 902-566·3 i 33 

ACIC l.o:;tJ· 218!!1 

0E:1!(;JiP!l()r: AfiBr Cc::!•o•. LS·16J (:ttn HFi 
ASMt:. Sta·l'·!~. ~~1~io1:.:;i Board -qF:r:s;r:~i:d 

Tube Side 
MAWP .. ,_: TEMP MDMT u Mf.\WP 

150 PSI@ 300 F ; 20 F @ 1 !"JO PSl 

Test Pressure. Hydro: 1w; PSi 

% EF HT PWHT Dimensions Notes 
·oo OD'': s t:m·· 

Q,.\L" .t' .. •'•' 

Hi'J 

·oo H" 

HS FF 

-m . , ; I . t ' ·-. \ /."- +::::r 
fl,:~'l'·)''l~{" J.,,. ·!i· ::< l''~!~.::-; ;'' ,,t;~ \', •A::1"!'' 

b · -.- "1 t.-·~c ;:;:_; · _; 1J 
. ~ 'i .. 

;· ~ ~.l ~·; _; . :Jt 

:sTER\::":0 
\ 

1 , .... ,) __ .. e...So22-, s: t-J 

\ ; ;., e _ .Qe C I _ I 

[::rerritorial R-~i~;~~:or:~~~~ 


