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Categories A, B, C and G Category Fittings 
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OFC ITSM 17 - 001 

 
In an effort to better align Manitoba’s requirements for pressure piping 
components and pressure relief valves with other provincial authorities, 
effective April 1, 2017, Category A, B, C and G fittings meeting the 
requirements in this bulletin will no longer require registration with 
Inspections and Technical Services.  
 
The exemption from the registration requirements  identified in paragraph 4.2 of the 
CSA B51 code, and paragraphs 22(1)(e) and (f) of the Steam and Pressure Plants 
Regulation, will apply to: 
 
1.  Piping components  complying with the standards and specifications listed in 

ASME B31 Pressure Piping Codes, as identified in Category A, B and C below:  
  

Category A  
- Pipe fittings, including couplings, tees, elbows, wyes, plugs, unions, 

nipples, pipe caps, and reducers complying with a standard listed in Table 
126.1 of ASME B31.1, Table 326.1 of ASME B31.3, Table 526.1 of ASME 
B31.5, or Table 926.1 of ASME B31.9  

 
Category B  
- Flanges complying with a standard listed in Table 126.1 of ASME B31.1, 

Table 326.1 of ASME B31.3, Table 526.1 of ASME B31.5, or Table 926.1 
of ASME B31.9  

 
Category C  
- Valves complying with a standard listed in Table 126.1 of ASME B31.1, 

Table 326.1 of ASME B31.3, Table 526.1 of ASME B31.5, or Table 926.1 
of ASME B31.9  

 
2.  Certified pressure relief devices complying with ASME Boiler and Pressure 

Vessel Codes, as identified in Category G below: 
 

Category G  
- Pressure-relief devices marked with an ASME or NB stamp 

 
Non-standard or unlisted piping components that do not comply with the 
specifications and standards listed in the ASME B31 Pressure Piping codes, and 
pressure relief devices that do not comply with the requirements of the ASME 
Boiler and Pressure Vessel Code, will continue to require registration in 
accordance with the requirements of the CSA B-51 standard, and the Steam and 
Pressure Plants Regulation by submitting the documentation specified in CSA B51 
section 4.2.8(b) to the following address: 
 
Attn:  Inspections and Technical Services 
         Office of the Fire Commissioner 
         508-401 York Avenue 
         Winnipeg, MB, R3C 0P8 
 
Note:  Category A, B, C, and G fitting registrations received prior to April 1, 
2017 will continue to be registered by ITS.   
 
Reference Documents 
 The Steam and Pressure Plants Act and Regulation 

 CSA B51 – Boiler, pressure vessel and pressure piping 
code 

 

 


